
Time Off Cause Description Substation Feeder Customers Out

01/03/2024 09:00:00 MAINTENANCE 11-Womac Sub 7 15

01/10/2024 21:44:41 TREES, OTHER 01-Brighton Sub 3 85

01/11/2024 17:45:39 OTHER, FAULTY EQUIPMENT 04-Witt Sub 1 47

01/11/2024 17:46:19 OTHER, FAULTY EQUIPMENT 04-Witt Sub 3 137

01/11/2024 17:47:30 OTHER, FAULTY EQUIPMENT 04-Witt Sub 1 17

01/12/2024 14:06:37 UNKNOWN 03-Butler Sub 5 15

01/14/2024 12:56:44 INSULATION FAILURE 05-Jerseyville Sub 2 17

01/16/2024 00:22:01 UNKNOWN 01-Brighton Sub 5 27

01/16/2024 03:16:33 UNKNOWN 01-Brighton Sub 5 18

01/22/2024 09:07:25 VIBRATION 01-Brighton Sub 1 234

01/22/2024 10:32:37 VIBRATION 08-Rinaker Sub 3 12

01/22/2024 10:36:55 VIBRATION 01-Brighton Sub 1 99

01/22/2024 10:41:51 VIBRATION 999 99 18

01/22/2024 13:43:59 AGE OR DETERIORATION 05-Jerseyville Sub 2 23

01/22/2024 16:05:21 NO CAUSE CODE (Default) 07-Palmyra Sub 1 42

01/22/2024 19:42:50 UNKNOWN 07-Palmyra Sub 1 42

01/27/2024 18:04:24 UNKNOWN 10-Taylor Springs Sub 3 37

01/31/2024 09:00:00 MAINTENANCE 11-Womac Sub 1 88

Outage Stats for January 2024

10+ Services out at one time


